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OAKHILL RENAISSANCE PL

SOUTHSIDE COMMUNITY DEVELOPMENT CORPORA

RENOVATIONS FOR
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ARCHITECTURAL PLUMBING MECHANICAL El ECTHICAL
CODE NOTES 11 HTLEESHEET - MSP=1  SITE PLAN ; H1 BASEMENT FLOOR PLAN E1 DEMOLITION PLAN
USE GROUP — 12} INSTITUTIONAL-CHILD CARE FACILITY A1 SITE PLAN / atl Eé&vEFL_AL%NJRD‘E&%LITON i H2 ' FIRST FLOOR\DEMOLlTION PLANI EZ POWER PLANS
CONSTRUCTION TYPE - 2C CUNPROTECTED) A2 DEMOLITION PLAN : H3 SECOND FLOOR DEMOLITION PLAN E3 LIGHTING PLANS
ACTUAL SQUARE FOOTAGE - 12,013 SF-FIRST FLOOR i P2 DEMOLITION PLANS _ |
11,022 SF SECOND FLOOR A3 FIRST FLOOR PLAN H4 ROOF PLAN E4 BASEMENT PLAN
P3 FIRST FLOOR PLUMBING/ - ’
¥ gé,\(/}}éwSF TO BE RENOVATED UNDER THIS PLAN A5 CEILING PLANS P4 ENLARGED KITCHEN PLAN H6  SECOND FLOOR PLAN E6 ROOF .-+
; | . | . A6 INTERIOR AND EXTERIOR P5 SECOND FLOOR PLUMBING/ H7 DETAILS AND SECTIONS ot KITCHEN PLAN
ALLOWABLE SQUARE FOOTAGE - IST 20’ 7,200 SF ELEVATIONS FIRE PROTECTION PLAN E8 FIRE ALARM RISER
s AR 100 TABLE 503 A7  DOOR SCHEDULES P6  DETAILS/SCHEDULES
ES SCHEDULES
FORPRES £ RN A A8 DETAILS PLUMBING ISOMETRICS :
100 (7,200) E10 EXISTING RISER
AA = 30,096 SF ALLOWABLE

THE CONTRACTOR SHALL FIELD VERIFY ALL DIMENSIONS & E11  NEWRISER
FIELD CONDITIONS. IF HE FINDS DIMENSIONAL DISCREPANCIES,
FIELD CONDITIONS UNADDRESSED, FIELD CONDITIONS ADDRESSED
INCORRECTLY, OR HAS QUESTIONS ON THE WORK, HE SHALL
CONTACT THE ARCHITECT SO THAT THESE CAN BE RESOLVED
BEFORE THE WORK BEGINS.
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ELEC. WORK SHALL COMPLY WITH OBBC & NEGC
WORK SHALL COMPLY WITH OBBC :

OLSAVSKY JAMINET: ARCHITECTS

- YACAC HEADSTART FACILITY

OAKHILL RENAISSANCE PLACE

345 OAKHILL AVENUE
YOUNGSTOWN, OHIO
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